
CONNECTOR, FEMALE AND MALE RESPECTIVELY

PHOTOCELL

XXX = AMPACITY   Y = POLES

METER: KILOWATT HOUR

UTILITY CO. APPROVED SOCKET WITH METER INSTALLED

METER: COMBINATION KILOWATT HOUR/KVAR METER

TRANSIENT VOLTAGE SURGE SUPPRESSER

NORMALLY CLOSED PUSH BUTTON

NORMALLY OPEN PUSH BUTTON

POTENTIAL TRANSFORMER

METER: POWER FACTOR

GROUND WYE CONNECTOR

CONNECTION TO GROUND

FUSED SWITCH, WITH FUSE AND SWITCH AMPERE RATING

DRAWOUT CIRCUIT BREAKER

GROUND FAULT TRIP UNIT

CIRCUIT BREAKER, MEDIUM VOLTAGE, DRAWOUT

ABBREVIATIONS

CURRENT TRANSFORMER 

KEY INTERLOCK

CIRCUIT BREAKER

DELTA CONNECTION

CONTACTOR COIL

DISTRIBUTION PANEL

EXISTING

DRAWING

CABINET

CEILING

CIRCUIT

DIVISION

DISCONNECT

DIAMETER

COPPER

DIRECT CURRENT

CONDUIT ONLY

CIRCUIT BREAKER

AMPERES

BATTERY

AUXILIARY

AUTOMATIC

ALUMINUM (ALLOY)

DOUBLE POLE SINGLE THROW

DOUBLE POLE DOUBLE THROW

AUTOMATED LIGHTING CONTROL

BELOW FINISHED GRADE

CONDUIT (CIRCULAR RACEWAY)

AMERICAN WIRE GAUGE

AUTOMATIC TRANSFER SWITCH

AMPERE (RATED) SWITCH

ABOVE FINISHED GRADE

ABOVE FINISHED FLOOR

AMPERE (RATED) FUSES

CUBIC FEET PER MINUTE

CURRENT TRANSFORMER

DPDT

DWG

E

DP

DPST

BFG

CO

DC

DISC

DIV

DIA

CT

CU

CLG

CKT

CFM

CAB

CB

C

AS

AUX

BAT

AWG

AUTO

ATS

A, AMP

ALC

AFG

AL

AFF

AF

K KEY OPERATED

KW

KVA

KCM

KO

THOUSAND CIRCULAR MILS

KILO VOLT-AMPERES

KILOWATTS

KNOCK OUT

IMC

IES

GRD

GRC

GND

GEN

GFI

FLA

FLEX

FAA

EWH

ENCL

EOL

EWC

EPA

EMT

FU

HP

ID

IN

IG

HZ

FC

FA

EF

FUSE

INTERMEDIATE METAL CONDUIT

HERTZ (CYCLES PER SECOND)

GROUND FAULT CIRCUIT

GALVANIZED RIGID STEEL CONDUIT

ILLUMINATING ENGINEERING SOCIETY

ISOLATED GROUND

INSIDE DIAMETER

HORSEPOWER

INCANDESCENT

IN-GROUND

INTERRUPTER

GENERATOR

GROUND

FIRE ALARM ANNUNIATOR

ELECTRIC WATER HEATER

ELECTRIC WATER COOLER

EFFECTIVE PROJECTED AREA

ELECTRICAL METALLIC TUBING

FULL LOAD AMPERES

FLEXIBLE

FOOT CANDLES

FIRE ALARM

ENCLOSURE

END OF LINE

EXHAUST FAN

TRANSFORMER 

VFD EQUIPMENT

MOUNTED

TIME CLOCK

SENSOR

BRANCH CIRCUIT PANELBOARDS, SURFACE AND RECESS

FUSED DISCONNECT SWITCH, SIZE AS NOTED OR IF NOT SHOWN

DRIVE WITH INTEGRAL DISCONNECT DIV. 16 TO INSTALL

CONNECTION TO DIV. 15 FURNISHED VARIABLE FREQUENCY

MOTOR CONNECTION. X = HORSEPOWER (WHERE SHOWN)

DISTRIBUTION & EQUIPMENT

WALL MOUNTED DUAL LEVEL SWITCHING OCCUPANCY 

EMERGENCY POWER OFF, HEAVY-DUTY OIL TIGHT RED

SERVICE AND/OR DISTRIBUTION EQUIPMENT

SIZE PER CONNECTED MOTOR SIZE ('MECH'=BY DIVISION 15, TYP).

MUSHROOM HEAD PUSH-BUTTON

LIGHTING CONTROL PANEL

LIGHTING CONTROL STATION

DISCONNECT SWITCH, SIZE AS NOTED OR IF NOT SHOWN

SIZE PER CONNECTED MOTOR SIZE ('MECH'=BY DIVISION 15, TYP).

SYMBOL DESCRIPTION

HATCHED= 277/480V

SOLID= 120/208V

RELAY COIL

RIGID NONMETALLIC CONDUIT (PVC)

PHASE

FEET

INCHES

PUGET POWER ENERGY

REQUIRED

TIME DELAY OPENING

UNDERWRITERS LAB

TELEPHONE

SECONDARY

RAPID START

TIME DELAY CLOSING

TERMINAL BOARD

SWITCHGEAR

SWITCHBOARD

WEATHERPROOF

VOLT-AMPERES

TRANSFORMER

UNLESS OTHERWISE NOTED

VARIABLE FREQUENCY DRIVE

UNINTERRUPTIBLE POWER SUPPLY

SINGLE POLE SINGLE THROW

SINGLE POLE DOUBLE THROW

WATT

WITH

WITHOUT

TYPICAL

VOLTS

SURFACE

PRIMARY

PB PUSH-BUTTON

XFMR

PNL

+,POS

PEND

PH

PANEL

POSITIVE

PENDANT

PHASE

', FT

", IN

~

LIGHT CONTROL PANEL

MINIMUM CIRCUIT AMPERES

NATIONAL ELECTRICAL

NATIONAL ELECTRICAL CODE

OWNER FURNISHED, OWNER

NIGHT LIGHT (UNSWITCHED)

MANUFACTURE'S ASSOC.

OWNER FURNISHED CONTRACTOR

NEUTRAL (GROUNDED CONDUCTOR)

-,NEG NEGATIVE

OD

OFOI

P

OS

OFCI

NO

NTS

OC

NEMA

NL

OUTSIDE DIAMETER

OCCUPANCY SENSOR

INSTALLED

INSTALLED

POLE

NORMALLY OPEN

NOT TO SCALE

ON CENTER

MLO

-N-

NEC

NC

MTR

MTD

MCA

MFR

MISC

MIN

MAX

LCP

MAIN LUGS ONLY

NORMALLY CLOSED

MOTOR

MOUNTED

MANUFACTURER

MISCELLANEOUS

MINIMUM

MAXIMUM

TDO

VA

W/

WP

W/O

VFD

W

UL

UPS

UON

V

SWGR

TYP

TEL

SPDT

SURF

TB

SWBD

SPST

TDC

RS

REQD

SEC

RNC

PSE 

PRI

SPECIAL PURPOSE RECEPTACLE- WALL , CEILING

NEMA CONFIGURATION AS NOTED

ELECTRICAL EQUIPMENT CONNECTION.

NORMALLY CLOSED CONTACTOR OR RELAY CONTACTS

NORMALLY OPEN CONTACTOR OR RELAY CONTACTS

PROVIDE #10 AWG NEUTRALS.  USE LIQUID-TIGHT FLEX.

BATTERY (GENERAL)

HAND/OFF/AUTO SWITCH

DESCRIPTION

DUPLEX RECEPTACLE - WALL - DEDICATED

FAULT CIRCUIT INTERRUPTER

POWER DEVICES

SIMPLEX RECEPTACLE - WALL, CEILING, FLOOR

DUPLEX RECEPTACLE AT SPECIAL HEIGHT

DUPLEX RECEPTACLE - WALL, CEILING, FLOOR

DOUBLE DUPLEX RECEPTACLE - WALL, CLG, FLOOR

DUPLEX RECEPTACLE - WALL - HALF SWITCHED

DUPLEX RECEPTACLE - WALL - ABOVE COUNTER/

BACKSPLASH.  SEE ARCHITECTURAL DRAWINGS.

DUPLEX RECEPTACLE - WALL - WITH INTEGRAL GROUND

DUPLEX RECEPTACLE W/ WEATHERPROOF COVER

DOUBLE DUPLEX RECEPTACLE AT SPECIAL HEIGHT

DESCRIPTION

OVERLOAD  PROTECTION

KEY OPERATED SWITCH

WEATHERPROOF SWITCH

TIMER SWITCH

TWO POLE SWITCH

THREE WAY SWITCH

FOUR WAY SWITCH

SINGLE POLE SWITCH (SUPERSCRIPT DENOTES SIMILARLY

MARKED LUMINARIES CONTROLLED TOGETHER) 

DIMMER SWITCH. NUMBER INDICATES WATTAGE RATING. IF  

SWITCH WITH PILOT (PILOT IS "ON"  WHEN SWITCH IS "ON")

SWITCH WITH PILOT (PILOT IS "ON"  WHEN SWITCH IS "OFF")

SWITCHING CONTROLS

NOT SHOWN 800W MINIMUM.

MOTOR RATED TOGGLE W/THERMAL 

POLE MOUNTED LUMINAIRE 

"FOOT" INDICATES WALL MOUNTED LUMINAIRE

SYMBOL DESCRIPTION

SWITCH

BUS BAR

BUS DUCT

OVERLOADS

SYMBOL

LED STEPLIGHT

SYMBOL

LIGHTING

DESCRIPTION

SYMBOL

STROKES INDICATE QUANTITY OF #12 AWG. CONDUCTORS,

CONTRACTOR SHALL SCHEDULE OR STANDARD WIRING

CONDUIT RUN TURNED UP THROUGH FLOOR OR CEILING.  

TELEPHONE/DATA SLEEVE THROUGH WALL, ABOVE

UNDERGROUND PULLBOX/VAULT (P=POWER T=TEL/COM U=UTILITY)

HANDHOLE

NEUTRAL

INSULATED BUSHING & PULLROPE.

CONDUIT STUBBED OUT AT LOCATION SHOWN. PROVIDED 

CEILING, EXTEND TO ACCESSIBLE LOCATION BOTH SIDES.

HOME RUN TO INDICATED DESTINATION, 3/4"C. MIN. UON

TERMINATE WITH BUSHINGS. (1) 1 1/4" CO UON. COORDINATE

LOCATIONS WITH CABLE INSTALLER(S) PRIOR TO

LIGHTNING SYSTEM AIR TERMINAL

PRACTICES FOR BRANCH CIRCUITS.

MOUNTED. 4" SQ. BOX, UON.

FLEXIBLE CONDUIT CONNECTION

GROUND ROD CONNECTION

PULL BOX, MIN. SIZE PER NEC., UON.

JUNCTION BOXES WALL, CEILING AND FLUSH FLOOR 

GROUND ROD CONNECTION WITH TEST WELL BOX

UON. NOTE: NOT ALL WIRING IS SHOWN ON DRAWING. 

DIAGRAMS

GROUND, ISOLATED

CONDUIT EXPOSED. LINE WEIGHT TOP TO BOTTOM= NEW,

EXISTING CONDUIT & WIRING TO BE REMOVED

ROUGH-IN.

CABLE TRAY

CORE AS REQUIRED.

RECESS

REMARKS

HOT

LAMP TYPE

GROUND

WIRING

QTY.

LAMP IMFORMATION

CONDUIT CONCEALED IN CEILING OR WALL. LINE WEIGHT 

SIZE / DESCRIPTION

CONDUIT CONCEALED IN OR BELOW CONCRETE UNDER GRADE. 

MOUNTING

UNDER PIER, IN CEILING SPACE OF FLOOR BELOW. LINE WEIGHT

TOP TO BOTTOM = NEW, EXISTING TO REMAIN.

TOP TO BOTTOM= NEW, EXISTING TO REMAIN.

EXISTING TO REMAIN.

DESCRIPTION

POWER PEDESTAL

    Z = SLIP NUMBER/STALL(S) - (1)POWER HEAD EA

  NOTE: 'X' DESIGNATES OUTLET PER SLIP. MULTIPLE REFERENCES     

SYMBOL

  DEPTH

-

VOLTS

1

    CATALOG NUMBERWATTS

S1

TYPE

TOTAL

LUMINAIRE SCHEDULE

MANUFACTURER
TYPE

P

ELECTRICAL LEGEND

    X = 30 = 30A,120V OUTLET

    X = 50 = 50A,120/240V OUTLET

    X = 20GFCI = 20A,120V DUPLEX GFCI PROTECTED OUTLET

    Y = DOCK OR ROW ID #

(30/50) INDICATES MULTIPLE OUTLETS PER SLIP.

UNDERGROUND PULLBOX/VAULT (PLASTIC)

LEDLED PACE9

PROJECT NOTES

120
HANDRAILSTEP LIGHT (CATWALK)

-
LEDLED 1 BEGA USS15 99 595 K4 STP SLV51.6

120
PIERPOLE MOUNTED LUMINAIRE

-

-

LEDLED 1 BEGA USS20 51.6
120

DOCKPOLE MOUNTED LUMINAIRE

TJSL-5000-6WLED-120

-STD PNT-SURFACE-5K LED

FORMED ALUMINUM SURFACE BOX;

DIE CAST ALUMINUM FACE PLATE.

1. GENERAL:  WORK SHALL BE DONE IN ACCORDANCE WITH CODES

AS ADOPTED BY KITSAP COUNTY AND THE STATE OF

WASHINGTON.

2. LOCATIONS OF ELECTRICAL DEVICES, LIGHTING FIXTURES, ETC.,

INDICATED ON CIVIL / STRUCTURAL PLANS - INCLUDING

SECTIONS, ELEVATIONS, NOTES, OR OTHER INDICATORS - TAKE

PRECEDENCE OVER LOCATIONS SHOWN ON ELECTRICAL

DRAWINGS.

3. REFER TO CIVIL, STRUCTURAL, MECHANICAL, ETC., DRAWINGS

FOR WORK OUTSIDE OF  ELECTRICAL DIVISIONS .  INFORMATION

CONVEYED WITHIN THE ELECTRICAL DRAWINGS ILLUSTRATING

OR REFERENCING WORK OF OTHER DIVISIONS IS FOR

REFERENCE ONLY.  SPECIFICATION BY THE APPROPRIATE

DIVISIONS SHALL APPLY.

4. GENERAL NOTES ARE SHOWN ON SHEETS MOST RELEVANT TO

SPECIFIC NOTE; HOWEVER, GENERAL NOTES ON EACH SHEET

SHALL APPLY IN PRACTICE TO ALL ELECTRICAL DRAWINGS.

5. NOT ALL COMPONENTS OF THE ELECTRICAL SYSTEMS ARE

SHOWN (FOR SIMPLICITY).  PROVIDE MATERIALS AND LABOR

NECESSARY FOR A COMPLETE AND OPERATIONAL SYSTEM.

6. STAINLESS STEEL HARDWARE:  MATERIALS USED FOR THE

MOUNTING AND SUPPORT OF BOXES CABLES, RACEWAYS, LIGHT

FIXTURES, OUTLETS, AND OTHER DIVISION 16 EQUIPMENT, SHALL

BE 316 STAINLESS STEEL.  THIS REQUIREMENT APPLIES TO THE

AFOREMENTIONED COMPONENTS WHEN INSTALLED OUTSIDE

ABOVE GRADE OR WHEN INSTALLED OVER WATER (APPROACH

PIER, PIER, & FLOATING DOCKS).

7. ELECTRICAL DRAWINGS ARE DIAGRAMMATIC.  EXACT LOCATIONS

OF ELECTRICAL EQUIPMENT ARE APPROXIMATE.  CHANGES MADE

BY THE OWNER IN LOCATING ELECTRCAL COMPONENTS OF UP

TO TEN FEET HORIZONTALLY IS A PART OF THIS CONTRACT.

THESE CHANGES MAY BE IMPLEMENTED, AT NO CHARGE TO THE

OWNER.

8. COORDINATE LOCATIONS OF ELECTRICAL CHASES AND

RACEWAYS WITH OTHER TRADES.  ADJUST LOCATIONS AS

NECESSARY TO AVIOD CONFLICTS.

9. SCOPE OF WORK:  THE SCOPE OF ELECTRICAL WORK FOR THIS

PROJECT INCLUDES BUT IS NOT LIMITED TO THE FOLLOWING:

A. INSTALLATION OF LIGHT FIXTURES, RACEWAYS, JUNCTION

BOXES, DISCONNECTS, AND ENCLOSURE(S). PROVIDE

CIRCUITS FOR A COMPLETE SYSTEM..

B. PERMITS:  GIVE ALL NECESSARY NOTICES, OBTAIN ALL

PERMITS AND PAY ALL GOVERNMENT TAXES, FEES AND

OTHER COSTS IN CONNECTION WITH THIS WORK.  OBTAIN

ALL REQUIRED CERTIFICATES OF INSPECTION OF THE

WORK AND DELIVER SAME TO THE ENGINEER AT THE TIME

OF SUBSTANTIAL COMPLETION AND BEFORE REQUEST FOR

FINAL PAYMENT.

C. TEMPORARY POWER:  THE SCOPE OF WORK INCLUDES

PROVIDING TEMPORARY POWER DURING CONSTRUCTION.

PROVIDE NECESSARY TEMPORARY POWER REQUIRED BY

OTHER TRADES IN THE EXECUTION OF THIS CONTRACT.

THIS INCLUDES TEMPORARY CONNECTIONS TO THE

ELECTRICAL SYSTEMS FOR THE PURPOSES OF TESTING

AND TROUBLESHOOTING.  PROVIDE TEMPORARY POWER TO

FACILITIES AS REQUIRED BY THE GENERAL CONTRACTOR.

COORDINATE WITH PUGET SOUND ENERGY.

D. COORDINATION WITH STRUCTURAL ELEMENTS:

COORDINATE MOUNTING REQUIREMENTS OF ELECTRICAL

PRODUCTS; INCLUDING LIGHT FIXTURES, RECEPTACLES,

BOXES, AND RACEWAYS.

LED STEPLIGHT

99 595 K4 STP SLV

WITH 15'-0"h x X"d ROUND AL POLE; 

FINISH TO MATCH LUMINAIRE.

WITH 20'-0"h x X"d ROUND AL POLE; 

FINISH TO MATCH LUMINAIRE.
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